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ACCOMPANY! NG AMENDMENT NO. 0003 TO SCLI Cl TATI ON NO. DACA63- 98- B- 0002

NEMA VE 1 cable trays shall forma w reway system and shall be of

nom nal 4 inch depth. Cable trays shall be constructed of al um num
Trays shall include splice and end plates, dropouts, and m scell aneous
hardware. Edges, fittings, and hardware shall be finished free from
burrs and sharp edges. Fittings shall have not less than the

| oad-carrying ability of straight tray sections and shall have

manuf acturer's m ni num standard radi us. Radius of bends shall be 24

i nches.

2.1.3.1 DELETED

2.1.3.2 Ladder

Ladder-type cable trays shall be of nominal 12 inch width. Rung spacing
shall be on 6 inch maxi mum centers.

2.1.3.3 DELETED

2.1.3.4 DELETED

2.1.4 Circuit Breakers

Circuit breakers shall have voltage, current and interrupting ratings as
i ndi cated. Panel boards or individual enclosures containing series rated
circuit breakers shall be appropriately marked for wuse with the

speci fied breakers at the designated short circuit |evel

2.1.4.1 Molded-Case and Insulated-Case Circuit Breakers
NEMA AB 1 and UL 489 for circuit breakers.

a. Ml ded-Case Circuit Breakers: Single-pole breakers shall be ful
nodul e size; two poles shall not be installed in a single nodule.
Mul ti pol e breakers shall be of the common-trip type having a single
operating handl e, but for sizes of 100 anperes or |ess may consist of
singl e-pol e breakers permanently factory assenbled into a multipole unit
havi ng an internal, nechanical, nontanperable comon-trip mechani sm and
external handle ties. Breakers coordinated with current-liniting fuses
shal | have a conbined interrupting capacity of 100,000 symetrica
anperes. Al'l poles of associated breakers shall open if any fuse bl ows.

b. Insul ated-Case, Systens-Type Circuit Breakers: Breakers shall have
continuous, short tine withstand, and interrupting current ratings and
frame sizes as indicated. Breakers shall have adjustabl e instantaneous
solid state trip elements as indicated. Breakers shall be stored
energy, manually operated type.

2.1.4.2 Low-Voltage-Power

16415-12
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